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5/8 inch type X gypsum board

2X4 studs @ 16"oc
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3 Penetrations of wall assembly are required to be rated as per section R317.3 of the IRC

'Nail assemblies need not extend through attic spaces when the not than 5/8
inch type X gypsum board and an attic draft stop constructed as of the IRC
IS provided above and along the wail assembly seperatlng the dwellings structural framing supporting
the ceiling shall also be protected by not less than 112 inch gypsum board or equivalent
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